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GENERAL NOTES:

1. SEE DRAWINGS E9.21.52 AND E9.21.53 FOR LIGHTING
PANEL SCHEDULES.

2. SEE DRAWINGS E9.30.01 AND ES.30.02 FOR FIXTURE
SCHEDULES.

KEYNOTES:

ALL NORMAL LIGHTING FIXTURES ON THIS DRAWING ARE CIRCUITED
FROM PANEL B2L5A LOCATED IN ROOM B2-2-1.

ALL EMERGENCY LIGHTING FIXTURES AND EXIT SIGNS ON THIS
DRAWING ARE CIRCUITED FROM PANEL B1ESA LOCATED IN ROOM
B1-2-31 EXCEPT STAIR No. 1 CIRCUTED FROM PANEL
3E5A LOCATED IN ROOM 3-2-61.

NOO3 | MOUNTING HEIGHT FOR ALL FIXTURES IN ALL ROOMS IS 9'-0"
UNLESS OTHERWISE NOTED.

NOO4 | FIXTURES ARE MOUNTED 2'-0" ABOVE DOOR AND ARE CIRCUITED
FROM B2L5A VIA LCP-B2-62.

NOOS5 | FIXTURE IS MOUNTED IN CANOPY AND CIRCUITED FROM
BL25A VIA LCP-B2-62.

LIGHTING CONTROL PANEL CONSISTS OF THE FOLLOWING:
1. HAND/OFF /AUTO SELECTOR SWITCH
2. 24 HOUR TIMER SWITCH
3. 4 POLE LIGHTING CONTACTOR (30A)
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NO REPRESENTATION OR WARRANTY, EXPRESSED OR IMPLIED,
ACCURACY, COMPLETENESS OR USEFULNESS OF THE INFORMATION OR STATEMENTS CONTAINED
IN THESE DRAWINGS, OR THAT THE USE OR DISCLOSURE OF ANY INFORMATION, APPARATUS,
METHOD, OR PROCESS DISCLOSED IN THESE DRAWINGS MAY NOT INFRINGE PRIVATE RIGHTS

OF OTHERS. NO LIABILITY IS ASSUMED WITH RESPECT TO THE USE OF, OR FOR DAMAGES

RESULTING FROM THE USE OF ANY INFORMATION, APPARATUS, METHOD, OR PROCESS
DISCLOSED IN THESE DRAWINGS. DRAWINGS MADE AVAILABLE FOR INFORMATION TO BIDDER
ARE NOT TO BE USED FOR OTHER PURPOSES AND ARE TO BE RETURNED UPON REQUEST
OF THE FORWARDING CONTRACTOR.
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